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CCTV Drainage Survey

Weldon Stone Enterprises Ltd
All Saints Church, Houghton Regis

CCTV DRAINAGE SURVEY REPORT




If you have any questions regarding any content in this report or require costs on any remedial
works please feel free to contact us on 0114 2513481 or alternatively email us on
info@sewersurveysuk.co.uk.

Kind regards
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Project-information

Project name :
All Saints Church, Houghton Regis

Project Number : Contact : Date :
Peter Dunn 07/09/2018

Client: Weldon Stone Enterprises Ltd
Contact Name: Peter Dunn

Department:

Road: 106 Kettering Road, Weldon, Corby
Town: Northamtonshire, NN17 3JG
County: NN17 3JG

Telephone: 01536 261545

Fax: 01536 262160

Mobile:

E-mail: peter@weldonstone.co.uk

Site: All Saints Church

Contact Name: Peter Dunn

Department:

Road: All Saints Church, Houghton Regis
Town: Bedfordshire

County:

Telephone: 01536 261545

Fax: 01536 262160

Mobile:

E-mail: peter@weldonstone.co.uk
Contractor Sewer Surveys UK Ltd

Contact Name: Andrew Froggatt/Simon Bennett
Department: Directors

Road: Unit 6, Longacre Close

Town: Sheffield

County: South Yorkshire, S20 3FR
Telephone: 0114 2513481

Fax:

Mobile: 07837 768649/07808 220160
E-mail: info@sewersurveysuk.co.uk

All Saints Church, Houghton Regis
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Defect Grade Description

Project Name : Project number : Contact : Date :

All Saints Church, Houghton Regis Peter Dunn 07/09/2018

1

Brick: No Structural Defects
Pipe: No Structural Defects

Acceptable Structural Condition

™

Brick: Minor cracking, Surface mortar loss, Spalling slight, wear slight
Pipe: Circumfrential crack, Moderate joint defects, Spalling slight, Wear slight

Minor collapse risk in short term but potential for further deterioration

55

Brick: Total mortorloss without other defects, single brick displaced, Deformation up to 5%,
Spalling medium, Wear medium

Pipe: Fractures with deformation up tp 5%, Longitudinal cracking or mulitlpe cracking, Minor
loss of level, More severe joint

I Collapse unlikely in near future but future deterioration likely !

|

Brick: Total mortorloss with deformation greater than 10%, Deformation up to 10% and
fractured, Displaced/hanging brickwork, Small number of missing bricks

Pipe: Broken, Deformation up to 10% and broken,, Fractured with deformation 5 - 10%,
Multipl

Il Collapse likely in foreseeable future !!

|<7

Brick: Already Collapsed, Missing invert, Deformation over 10% and fractured,
Displaced/hanging brickwork and deformation over 10%, Extensive missing bricks
Pipe: Already collapsed, Deformation over 10% and broken, Extensive areas of fabric missin

Il Collapsed or collapse imminent !!!

All Saints Church, Houghton Regis
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Inspection report

Date : Job number : Weather : Operator : Section number : PLR SUFFIX:
07/09/2018 no rain or snow SB 1 X
Weather Vehicle : Camera : Preset : Cleaned : Operator :
no rain or snow VEHICLE 1 no SB
Place : Houghton Regis Location details: U/S MH : RWP2
Road : All Saints Church Catchment: U/S Depth :
Location Gardens Tape number : D/S MH : Soakaway
Inspection RWP2 (D/S) Soakaway Pipe Length 1.00 m D/S Depth :
H'srg:('w” Surface water Pipe shape : Circular
Year laid : z Pipe size : 100 mm
Purpose : Routine inspection of condition Pipe material : Vitrified clay
Total length : 1.69m Lining :
Comment :
1:50 Position Code  Observation Grade
8:17:34:31-07-18
RWP2
0.00 GY Start node type, gully, reference number : RWP2 0
0.01 WL Water level, 0% of the vertical dimension 0
0.81 DES Settled deposits, fine, 15% cross-sectional area loss 3 s TR ”
.{ # o
L i
1.29 DES Settled deposits, fine, 40% cross-sectional area loss 4 i
oakaw 1.69 DES Settled deposits, fine, 60% cross-sectional area loss 4 1.29m
1.69 MHF Finish node type, manhole reference number: Soakaway0
Remarks: Requires cleaning
STR no def STR peak STR mean STR total STR grade SER no def SER peak SER mean SER total SER grade
0 0 0 0 1 3 8 8.88 15 5

All Saints Church, Houghton Regis
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Place : Road : Date : Section number : PLR Suffix :
Houghton Regis All Saints Church 07/09/2018 1 X

31-87-18

RWP2 D/S

Photo: 1_2A Photo: 1_4A
0.81m, Settled deposits, fine, 15% cross-sectional area loss 1.29m, Settled deposits, fine, 40% cross-sectional area loss

All Saints Church, Houghton Regis
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Inspection report

Date : Job number : Weather : Operator : Section number : PLR SUFFIX:
07/09/2018 no rain or snow SB 2 X
Weather Vehicle : Camera : Preset : Cleaned : Operator :
no rain or snow VEHICLE 1 no SB
Place : Houghton Regis Location details: U/S MH : RWP4
Road : All Saints Church Catchment: U/S Depth :
Location Gardens Tape number : D/S MH : Soakaway
Inspection RWP4 (D/S) Soakaway Pipe Length 1.00 m D/S Depth :
H'srg:('m” Surface water Pipe shape : Circular
Year laid : z Pipe size : 100 mm
Purpose : Routine inspection of condition Pipe material : Vitrified clay
Total length : 491m Lining :
Comment :
1:50 Position Code  Observation Grade
RWP4
0.00 GY Start node type, gully, reference number : RWP4 0
0.00 WL Water level, 0% of the vertical dimension 0
0.00 REM  General remark Remarks: broken gully pot 0
4.91 MHF  Finish node type, manhole reference number: Soakaway0
oakaway
STR no def STR peak STR mean STR total STR grade SER no def SER peak SER mean SER total SER grade
0 0 0 0 1 0 0 0 0 1

All Saints Church, Houghton Regis
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Inspection pictures

Place :
Houghton Regis

Road :

All Saints Church 07/09/2018

Date :

Section number :

2

PLR Suffix :
X

2
Ih]

RWP4 D48

Photo: 2_3A
Om, General remark

1-@7-18

All Saints Church, Houghton Regis
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Inspection report

Date : Job number : Weather : Operator : Section number : PLR SUFFIX:
07/09/2018 no rain or snow SB 3 X
Weather Vehicle : Camera : Preset : Cleaned : Operator :
no rain or snow VEHICLE 1 no SB
Place : Houghton Regis Location details: U/S MH : RWP5
Road : All Saints Church Catchment: U/S Depth :
Location Gardens Tape number : D/S MH : soakaway
Inspection RWP5 (D/S) soakaway Pipe Length 1.00 m D/S Depth :
—BTs'g:"“U” Surface water Pipe shape : Circular
Year laid : z Pipe size : 100 mm
Purpose : Routine inspection of condition Pipe material : Vitrified clay
Total length : 2.33m Lining :
Comment :
1:50 Position Code  Observation Grade
RWP5
0.00 GY Start node type, gully, reference number : RWP5 0
0.00 WL Water level, 0% of the vertical dimension 0
0.72 DES Settled deposits, fine, 60% cross-sectional area loss 4
V 161 DES Settled deposits, fine, 60% cross-sectional area loss 4
2.09 DES Settled deposits, fine, 80% cross-sectional area loss 5
=
2.33 DES Settled deposits, fine, 80% cross-sectional area loss 5
2.33 SA Survey abandoned Remarks: des 80% 0
2.33m
STR no def STR peak STR mean STR total STR grade SER no def SER peak SER mean SER total SER grade
0 0 0 0 1 4 10 15.45 36 5

All Saints Church, Houghton Regis
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Inspection pictures

Place : Road :
Houghton Regis All Saints Church

Date : Section number : PLR Suffix :
07/09/2018 3 X

Photo: 3_3A
0.72m, Settled deposits, fine, 60% cross-sectional area loss

RWPS D/S

Photo: 3_6A
2.33m, Settled deposits, fine, 80% cross-sectional area loss

Photo: 3_4A
1.61m, Settled deposits, fine, 60% cross-sectional area loss

All Saints Church, Houghton Regis
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Inspection report

Date : Job number : Weather : Operator : Section number : PLR SUFFIX:
07/09/2018 no rain or snow SB 4 X
Weather Vehicle : Camera : Preset : Cleaned : Operator :
no rain or snow VEHICLE 1 no SB
Place : Houghton Regis Location details: U/S MH : RWP7
Road : All Saints Church Catchment: U/S Depth :
Location Gardens Tape number : D/S MH : Main
Inspection RWP7 (D/S) Main Pipe Length 1.00 m D/S Depth :
—BTs'g:"“U” Surface water Pipe shape : Circular
Year laid : z Pipe size : 100 mm
Purpose : Routine inspection of condition Pipe material : Vitrified clay
Total length : 7.49m Lining :
Comment :
1:70 Position Code  Observation Grade
1884 8:54831-07-18
RWP7
0.00 GY Start node type, gully, reference number : RWP7 0
i 0.00 WL Water level, 0% of the vertical dimension 0
0.56 DES Settled deposits, fine, 80% cross-sectional area loss 5
1.53 DES Settled deposits, fine, 20% cross-sectional area loss 3
v 4.59 CMJ Cracks, multiple at joint, from 7 to 5 o'clock 3
] 5.15 LR Line deviates right, quarter 0
5.15 JDM Joint displaced, medium 1
5.47 REM  General remark Remarks: line drops into RWP8 to soakdwa! ;
RWP7 D/S
5.56 LL Line deviates left, full 0
|| === 7.49 m
Main n .
7.49 MHF Finish node type, manhole reference number: Main 0
STR no def STR peak STR mean STR total STR grade SER no def SER peak SER mean SER total SER grade
2 40 5.47 41 3 2 10 1.6 12 5

All Saints Church, Houghton Regis
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Place : Road : Date : Section number : PLR Suffix :
Houghton Regis All Saints Church 07/09/2018 4 X

31-87-18

RWPT7 D/§

Photo: 4_3A Photo: 4_5A
0.56m, Settled deposits, fine, 80% cross-sectional area loss 4.59m, Cracks, multiple at joint, from 7 to 5 o'clock

RWP7 D/S 4 ' RWP7 /ST

Photo: 4_7A Photo: 4_10A
5.15m, Joint displaced, medium 7.49m, Finish node type, manhole reference number: Main

All Saints Church, Houghton Regis
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Inspection report

Date : Job number : Weather : Operator : Section number : PLR SUFFIX:
07/09/2018 no rain or snow SB 5 X
Weather Vehicle : Camera : Preset : Cleaned : Operator :
no rain or snow VEHICLE 1 no SB
Place : Houghton Regis Location details: U/S MH : RWP8
Road : All Saints Church Catchment: U/S Depth :
Location Gardens Tape number : D/S MH : Soakawy
Inspection RWP8 (D/S) Soakawy Pipe Length 1.00 m D/S Depth :
—BTs'g:"“U” Surface water Pipe shape : Circular
Year laid : z Pipe size : 100 mm
Purpose : Routine inspection of condition Pipe material : Vitrified clay
Total length : 2.66 m Lining :
Comment :
1:50 Position Code  Observation Grade
RWP8
0.00 GY Start node type, gully, reference number : RWP8 0
0.00 WL Water level, 0% of the vertical dimension 0
i 0.30 DES Settled deposits, fine, 10% cross-sectional area loss 3
0.89 DEX Settled deposits, other, 30% cross-sectional area loss 4
Remarks: piece of steel
193 DES Settled deposits, fine, 10% cross-sectional area loss 3
_ 2.66 JN Junction, at 9 o'clock, diameter 100mm Remarks: from 0
. RWP7
2.66 SA Survey abandoned Remarks: due to surveyed from RWRY
STR no def STR peak STR mean STR total STR grade SER no def SER peak SER mean SER total SER grade
0 0 0 0 1 3 5 3.38 9 4

All Saints Church, Houghton Regis
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Inspection pictures

Place :
Houghton Regis

Road :

All Saints Church 07/09/2018

Date :

Section number :
5

PLR Suffix :
X

Photo: 5_4A
0.89m, Settled deposits, other, 30% cross-sectional area loss

Photo: 5_7A
2.66m, Survey abandoned

All Saints Church, Houghton Regis
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Inspection report

Date : Job number : Weather : Operator : Section number : PLR SUFFIX:
07/09/2018 no rain or snow SB 6 X
Weather Vehicle : Camera : Preset : Cleaned : Operator :
no rain or snow VEHICLE 1 no SB
Place : Houghton Regis Location details: U/S MH : RWP10
Road : All Saints Church Catchment: U/S Depth :
Location Gardens Tape number : D/S MH : Main
Inspection RWP10 (D/S) Main Pipe Length 1.00 m D/S Depth :
H'srg:('m” Surface water Pipe shape : Circular
Year laid : z Pipe size : 100 mm
Purpose : Routine inspection of condition Pipe material : Vitrified clay
Total length : 1.69m Lining :
Comment :
1:50 Position Code  Observation Grade
11:81:18331-087-18
(|
’ i
K
RWP10
0.00 GY  Start node type, gully, reference number : RWP10 0 ¥ '3
4
_ . . . 0.56 m
0.00 WL Water level, 0% of the vertical dimension 0
WL Water level, 25% of the vertical dimension 0
v LR Line deviates right, half 0
WL Water level, 45% of the vertical dimension 0
DES Settled deposits, fine, 30% cross-sectional area loss 4
SA Survey abandoned Remarks: due to des 30% 0
STR no def STR peak STR mean STR total STR grade SER no def SER peak SER mean SER total SER grade
0 0 0 1 1 5 3.68 5 4

All Saints Church, Houghton Regis
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Place : Road : Date :
Houghton Regis All Saints Church 07/09/2018

Section number :
6

PLR Suffix :
X

RWP18 D/S

T TR

0.56m, Water level, 45% of the vertical dimension

Photo: 6_5A

All Saints Church, Houghton Regis
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Inspection report

Date : Job number : Weather : Operator : Section number : PLR SUFFIX:
07/09/2018 no rain or snow SB 7 X
Weather Vehicle : Camera : Preset : Cleaned : Operator :
no rain or snow VEHICLE 1 no SB
Place : Houghton Regis Location details: U/S MH : RWP11
Road : All Saints Church Catchment: U/S Depth :
Location Gardens Tape number : D/S MH : Soakaway
Inspection RWP11 (D/S) Soakaway Pipe Length 1.00 m D/S Depth :
—BTs'g:"“U” Surface water Pipe shape : Circular
Year laid : z Pipe size : 100 mm
Purpose : Routine inspection of condition Pipe material : Vitrified clay
Total length : 3.54m Lining :
Comment :
1:50 Position Code  Observation Grade
RWP11
0.00 GY Start node type, gully, reference number : RWP11 0
. . . 1.12m
0.00 WL Water level, 0% of the vertical dimension 0
11:84:23§31-87-18
— 0.96 WL Water level, 20% of the vertical dimension 0
1.12 JIN Junction, at 9 o'clock, diameter 100mm 0
V 1.12 DES Settled deposits, fine, 20% cross-sectional area loss 3
2.17 DES Settled deposits, fine, 50% cross-sectional area loss 4
3.00 DES Settled deposits, fine, 50% cross-sectional area loss 4
- 3.54 SA Survey abandoned Remarks: des 50% 0
STR no def STR peak STR mean STR total STR grade SER no def SER peak SER mean SER total SER grade
0 0 0 0 1 3 5 4 12 4

All Saints Church, Houghton Regis
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Place : Road : Date : Section number : PLR Suffix :
Houghton Regis All Saints Church 07/09/2018 7 X

11:84:12731-87-18 11:04:23731-87-18

{

N

RWP11 D/S

RWP11 D/S

Photo: 7_5A Photo: 7_6A
1.12m, Settled deposits, fine, 20% cross-sectional area loss 2.17m, Settled deposits, fine, 50% cross-sectional area loss

All Saints Church, Houghton Regis
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A/ | Main sections

Project name : Project number : Contact : Date :
All Saints Church, Houghton Regis Peter Dunn 07/09/2018
Nr. Us MH DS MH Date Road Tape No. Material m (m)
1 RWP2 Soakaway 07/09/2018 All Saints Church Vitrified clay 1.69 1.69
2 RWP4 Soakaway 07/09/2018 All Saints Church Vitrified clay 4.91 491
3 RWP5 soakaway 07/09/2018 All Saints Church Vitrified clay 2.33 2.33
4 RWP7 Main 07/09/2018 All Saints Church Vitrified clay 7.49 7.49
5 RWP8 Soakawy 07/09/2018 All Saints Church Vitrified clay 2.66 2.66
6 RWP10 Main 07/09/2018 All Saints Church Vitrified clay 1.69 1.69
7 RWP11 Soakaway 07/09/2018 All Saints Church Vitrified clay 3.54 3.54

Pipe size: CIRCULAR 100 =24.31 m (24.31 m)

All sections =24.31 m (24.31 m)

All Saints Church, Houghton Regis
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Service / Operational Defects (SRM 4)

Project name : Project Number : Contact : Date :
All Saints Church, Houghton Regis Peter Dunn 07/09/2018
| | . | Shape / | | Total Insp. IPeakI Peak Mean Total
No. | PLR | pir. | Use Sife | Date | Mat. Length Length IHWGI Score Grade Score Score
1 RWP2X D S C 100 07/09/2018  VC 1.69 1.69 3 8 5 8.88 15
2 RWPAX D s ciwo 0700912018 VC - a0t aot - o 1 o o
s RWPSX D s ciwo 0700912018 VC 233 233 3 10 5 1545 6
4 RWP7X D s ciwo 0710012018 VC 749 749 3 10 5 16 12
s RwPex D s ciwo 0700022018 vC 266 266 3 5 A °
6 RWPIX D S cio 0700912018 VC - 160 160 3 5 a 388 5
7 RwPIX D s ciwo 0700912018 VC asa asa 3 5 ., a0 12

All Saints Church, Houghton Regis
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Structural Defects (SRM 4)

Project name : Project Number : Contact : Date :
All Saints Church, Houghton Regis Peter Dunn 07/09/2018
| | . | Shape / | | Total Insp. IPeakI Peak Mean Total
No | PLR | pir. | Use Sife | Date | Mat. Length Length IHWGI Score Grade Score Score
1 RWP2X D S C 100 07/09/2018  VC 1.69 1.69 - 0 1 0 0
2 RWPAX D s ciwo 0700912018 VC - a0t aot - o 1 o o
s RWPSX D s ciwo 0700912018 VC 233 233 - o 1 o o
4 RWP7X D s ciwo 0710012018 VC 749 749 3 a0 3 o547 a
s RwPex D s ciwo 0700022018 vC 266 266 - o 1 o o
6 RWPIX D S cio 0700912018 VC - 160 160 - o 1 o o
7 RwPIX D s ciwo 0700912018 VC asa asa - o 1 o o

All Saints Church, Houghton Regis




All Saints Church

Photo 1, Location of RWPO01
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Photo 2, Location of RWP02




All Saints Church

Photo 3, View of RWP03 — Blocked




All Saints Church

Photo 6, Location of RWP05 — Broken Gully
. - —
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All Saints Church

Photo 7, Location of RWP06 — Water container




All Saints Church

Photo 9, Location of RWP08

7

-




All Saints Church

Photo 11, Location of RWP10 + 11

4
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Constructionline

CONTRACTORS HEALTH & SAFETY ABSESSMENT SCHEME

Accredited Contractor
www.chas.co.uk

Unit 6, Longacre Close, Holbrook Industrial Estate, Sheffield S20 3FR
Tel: (0114) 2513481 E-Mail: info@sewersurveysuk.co.uk




